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Initiate a Battery Test using
Front Panel (HMI)

Required Tools:

• PC running Windows 7® or higher

• S-7600 IPScom Communications Software

Latest version of IPScom software can be 

downloaded from:

https://beckwithelectric.com/products/s-7600/

Required Documentation:

• M-7679 Instruction Book

• M-7679 Application Guide

• Communications and Cybersecurity A.G.

Latest version of M-7679 Instruction Book can be 

downloaded from:

https://beckwithelectric.com/products/m-7679/

M-7679 R-PAC  QUICK REFERENCE GUIDE
PROTECTION, AUTOMATION AND CONTROL SYSTEM FOR RECLOSER, SWITCH, 

SECTIONALIZER AND ADVANCED DISTRIBUTION AUTOMATION APPLICATIONS.

https://beckwithelectric.com/products/s-7600/
https://beckwithelectric.com/products/m-7679/
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Initiate a Battery Test using Front Panel (HMI)

1 From the Main Screen, press ENT /

UTIL. The display will show the main

navigation menu.

2 In Utilities, press ENT / UTIL. The

display will show the Utilities submenu.

3 Press the Right Arrow once. The unit

display will show the Battery Charger

option. Press ENT / UTIL.

4 By pressing the Down Arrow twice,

the display will show the Battery

Load Test option.
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5 Press ENT / UTIL. The unit will start a

Battery Load Test.

6 When the Battery Load Test has been

finished, the display will show the

result of the test.

End of Procedure.
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