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M-7679 R-PAC QUICK REFERENCE GUIDE

PROTECTION, AUTOMATION AND CONTROL SYSTEM FOR RECLOSER, SWITCH,
SECTIONALIZER AND ADVANCED DISTRIBUTION AUTOMATION APPLICATIONS.
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Required Tools:
. PC running Windows 7® or higher
. S-7600 IPScom Communications Software

Latest version of IPScom software can be
downloaded from:

https://beckwithelectric.com/products/s-7600/

Required Documentation:

. M-7679 Instruction Book

. M-7679 Application Guide

. Communications and Cybersecurity A.G.
Latest version of M-7679 Instruction Book can be

downloaded from:
https://beckwithelectric.com/products/m-7679/
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Using the Alternate Settings button

1 From the Front Panel Main screen,
press ALT SETTINGS button for
greater than 0.5 seconds.

BECKWITH ELECTRIC Pl

M-7679

ALT
SETTINGS

2 The LCD will display the Profile
Switching menu. Using the UP and
DOWN arrows, the user can move Active Profile
between Active Profile and Edit Profile 1

Profile options.
sl | | B3

Edit Profile
Profile 1

3 The Active Profile option allows the
user to switch the active profile to any
of the 8 available profiles. If the
maximum number of profiles has been uTIL

modified via IPScom, the Active
Profile menu in the LCD will only
display the available profiles. Active Profile
From the Active Profile submenu
press ENT / UTIL. The LCD will show
a cursor under the active profile name.

Erofile 1
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4 Select the desired Profile by using the
UP and DOWN buttons.

Active Profile

grofile il

CNFG B seTP

Active Profile
grofile 2

5 After pressing ENT / UTIL the new
Profile will be active and the cursor will
disappear.

Warning: Changing the Active Profile ; .
may cause unexpected operation of Active Profile
the breaker / recloser depending on Profile 2

the settings of the new profile.

6 Press the EXIT / WAKE button as

necessary to navigate to the main

screen. The LCD will show the User EXIT
Lines corresponding to the current PR
profile.
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End of Procedure.
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