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View Fault Records using 
Front Panel (HMI)

Required Tools:
• PC running Windows 7® or higher
• S-7600 IPScom Communications Software

Latest version of IPScom software can be 
downloaded from:

https://beckwithelectric.com/products/s-7600/

Required Documentation:
• M-7679 Instruction Book
• M-7679 Application Guide
• Communications and Cybersecurity A.G.

Latest version of M-7679 Instruction Book can be 
downloaded from:

https://beckwithelectric.com/products/m-7679/

M-7679 R-PAC  QUICK REFERENCE GUIDE
PROTECTION, AUTOMATION AND CONTROL SYSTEM FOR RECLOSER, SWITCH, 
SECTIONALIZER AND ADVANCED DISTRIBUTION AUTOMATION APPLICATIONS.

https://beckwithelectric.com/products/s-7600/
https://beckwithelectric.com/products/m-7679/
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View Fault Records using Front Panel (HMI)

1 From the Front Panel Main Screen,
press MNTR. The LCD will show the
MONITOR option of the main
navigation menu.

2 In MONITOR, press ENT / UTIL. The
LCD will show the Primary Metering
submenu.

3 Press the Right Arrow until the LCD
shows Fault Indication.

4 Press ENT / UTIL. The LCD will show
View Fault Records and a number 1
below.
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5 If the user presses ENT / UTIL, a
cursor will be shown under the number
1. This cursor will allow the user to
move through all the Fault Records
using the Up and Down Arrows. A
maximum of 128 records can be
stored.

6 Once the desired record number is
chosen, the user can press ENT / UTIL
to access to that Fault Record.

7 Then the LCD will display the first
screen of the Fault Record information.

8 The LCD will automatically start
scrolling through all the Fault Record
information screens. The following
information is available for each Fault
Record:



M-7679-QRG-L05 23-0601 Page 5

9 Once the unit has shown all the Fault
Records screen, the LCD will
automatically show the View Fault
Records screen. However, the user
can interrupt the scrolling at any time
by pressing any navigation button. The
user can also search again for any
other Fault Record by repeating the
instructions from step number 4 of this
document.

End of Procedure.
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6190 118th Avenue North
Largo, FL 33773-3724 U.S.A. 

https://beckwithelectric.com/
http://www.hubbellpowersystems.com/
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