
DMMS 300 QUICK REFERENCE

START HERE IN DMMS 300 OPERATING MODE

DMMS 300 PASSWORD ENTRY SEQUENCE FOR PROGRAMMING MODE Page 37

GROUP 0

GLOBAL METER
SETUP

 &
RELAY SELECTION

SETUP

CHAPTER 9

GROUP 1

FULL SCALE
SELECTION

CHAPTER 10

GROUP 2

STANDARD
CALIBRATION

CALL
CUSTOMER

SERVICE

CHAPTER 11

GROUP 4

LIMIT 1/LIMIT 2
SET LIMITS

FOR
VOLTS & AMPS

CHAPTER 12

0: Integration
    Interval
    Page 39

1: Meter
    Address
    Page 40

2: Baud
    Rate
    Page 41

3: System
Configuration
    Page 42

4: Time Delay
    for Relay 1
    Page 49

5: Time Delay
    for Relay 2
    Page 49

6: KYZ Pulse
    Selection
    Page 51

7: Number of
    Phases
    Page 54
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0: Full Scale
    for VOLTS
    Page 55

1: Full Scale
    for AMPS
    Page 58

2: Full Scale
    for WATTS
    Page 59

E: Exit
    GROUP 1
    Page 79

E: Exit
    GROUP 0
    Page 79

0: High End
    Calibration
    Volts
    Page 64

1: High End
    Calibration
    Amps
    Page 64

2: Low End
    Calibration
    Amps
    Page 65

E: Exit
    GROUP 2
    Page 79

0: LM1/LM2
    Set Limits
    Volts AN,BN,CN
    Page 68

1: LM1/LM2
    Set Limits
    Volts AB,BC,CA
    Page 68

2: LM1/LM2
    Set Limits
    Amps A,B,C
    Page 68

3: LM1/LM2
    Set Limits
    Amps Neutral
    Page 68

E: Exit
    GROUP 4
    Page 79

   To Access:
   Set 033 last two
   segments Down - Up

   Varies by Number of
   Channels, Type

   (See DC Analog Output
   Manual)

8: Analog
    Output
    Module

*REFER TO DMMS300 MANUAL REV. 4.8 FOR
PAGE NUMBERS
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GROUP 5

LIMIT 1/LIMIT 2
SET LIMITS

CHAPTER 12

GROUP 6

LIMIT1/LIMIT2
SET LIMITS

FOR
OVER/UNDER

%THD

CHAPTER 12

GROUP 7

SET LIMIT
FOR PHASE
IMBALANCE

CHAPTER 13

GROUP E

EXIT
PROGRAMMING

MODE

CHAPTER 14

0: LM1/LM2
    Set Limits
    Kilowatt
    Page 69

1: LM1/LM2
    Set Limits
    Kilovar
    Page 69

2: LM1/LM2
    Set Limits
    Kilovolt-ampere
    Page 69

3: LM1/LM2
    Set Limits
    Power Factor
    Page 69

4: LM1/LM2
    Set Limits
    Frequency
    Page 69

5: LM1/LM2
    Set Limits
    Neg Kilovar
    Page 69

6: LM1/LM2
    Set Limits
    Neg Power Factor
    Page 69

7: LM1/LM2
    Set Limits
    Neg Kilowatt
    Page 69
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0: THD
    Volts AN
    Page 71

1: THD
    Volts BN
    Page 71

2: THD
    Volts CN
    Page 71

3: THD
    Amps A
    Page 71

E: Exit
    GROUP 5
    Page 79

0:  Voltage Phase
     Reversal
     Detection
     Page 76

1: Voltage Phase
    Imbalance
    Page 77

E: Exit
    GROUP 7
    Page 79

OPERATING MODE

E: Exit
    GROUP 5
    Page 79

4: THD
    Amps B
    Page 71

5: THD
    Amps B
    Page 71

PAGE 2

LOOP BACK TO
GROUP 0

*REFER TO DMMS300 MANUAL REV. 4.8
FOR PAGE NUMBERS


